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Q:  Drawings C115 &C517  It appears that the New Sectionalizing Switch shown on both 
these drawings is the same unit.  C115 being the 1-line.  The tap side of the switch shows 
60 amp fuses on 1 tap & 500amp fuses on the other tap.  Is this correct?  C517 refers to 
the connectors for these two taps as “600amp loadbreak”.  600amp elbows are 
DEADbreak.  Would you like 600amp DEADbreak on the 500amp tap & 200amp 
LOADbreak on the 60amp tap?  The source side shows two switches with 500amp fuses 
associated with them. Cooper Power Systems is not aware of a product with fuses 
associated with the source or loop side of a padmount switch.  Is there a particular brand 
that does have this?  If so, who is it? 
 
A:  The source side should not be fused.  The tap side should be 600 amp rated for the tap 
fused at 500 amps and 200 amp rated for the tap fused at 60 amps. 


